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RECESSED LIGHT

T&G CEDAR SOFFIT

EXISTING 
STEEL BEAM

EXISTING 
WOOD NAILER

EXISTING 2X6 WOOD PLANKS

10
14

0

20 X 140 (1 X 6) IPE SIDING AT 150 MM 
CENTRES TYP (10MM SPACE TYPICAL 
BETWEEN BOARDS)

381144

2 - L127 X 73 X 8 LINTEL

NOTE:
CANOPY SHOWING TO MATCH HEIGHT OF EXISTING 
CANOPY ON SOUTH WALL OF BUILDING

LINE OF FASCIA BEYOND

14
90

VERTICAL WOOD STRAPPING @ 405 MM (16") O.C. 
EXTENDS UP PAST WALL AS SUBSTRATE FOR SIDING

2X6 WOOD FRAME PARAPET

DIAGONAL BRACING @ 32" O.C. AT STUDS

2X10 IPE PARAPET

1 X 4 SIDING 
PIECE AT TOP

42
4

79610 typ.

89
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235

CENTRE POINT OF ANCHOR PLATE 
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EXISTING WOOD 
STRAPPING REMAINS

UNDERSIDE OF 
EXISTING JOISTS

4 No. 5 - 3/4" THROUGH BOLTS (TYPE A325) 

3 No. 5 - 3/4" BOLTS (TYPE A325) 
@ 1350 mm O.C.

2 No. 5 - 3/4" THROUGH BOLTS 
PER TIE ROD (TYPE A325)

2X8 WOOD JOISTS @ 400mm O.C. 3-2X8 WOOD JOISTS AS 
SOLID BLOCKING 
BETWEEN JOISTS (AT 
LOCATION OF BOLTS)

215x250x10 mm (8 1/2" X 10" X 3/8") STEEL PLATE

L76x76x8 

DESIGN LOADS
DEAD LOAD = 15 PSF
LIVE LOAD = 25 PSF
SNOW PILE LOAD = 75 PSF

CONCRETE LANDING AT ENTRY. REMOVE EXISTING 
BLOCK COURSE AT FLOOR AND POUR CONCRETE 
OVER EXISTING WALL AS SHOWN

EXISTING BLOCK FOUNDATION WALL
APPROXIMATE LOCATION OF GRADE

COMPACTED GRAVEL (MIN. 150 mm) 

POURED CONCRETE 30 MPa

20
5

10
0

38 mm RIGID INSULATION AT SLAB EDGE 
AS THERMAL BREAK

SAWCUT EXISTING SLAB 
AS REQUIRED TO MEET 
NEW CONCRETE

1500 1380
2880

1300100

9070

10
0

19
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0

50 mm DIA. ROUND S.S. GUARD ON ONE SIDE ONLY

100

SET RAIL POSTS INTO 70 mm WIDE X 100 MM DEEP 
POCKETS AND FILL WITH NON SHRINK GROUT

15
0

PROVIDE CONSTRUCTION OR 'KEY' JOINT BETWEEN 
RAMP AND LANDING10

0
50

36
5

50
36

5
50

98
0

50

EXISTING WOOD STRAPPING REMAINS

T-BAR CEILING WITH 610 X 1220 GRID 
CENTRED ON ROOM. PROVIDE CUT TILE 
AS REQ'D ALONG PERIMETER EDGE

LAY IN CEILING PANELS

610

10
0

54
3

UNDERSIDE OF EXISTING 2X10 WOOD JOISTS. 
JOISTS CENTRED AT 405 MM O.C. (16")

25
5

UNDERSIDE OF EXISTING WOOD DECKING

BRING WALL UP TO UNDERSIDE OF WOOD 
DECKING TO FORM FIRE SEPARATION.

P1

BRICK PAVING

50 MM LIMESTONE SCREENINGS
150 MM COMPACTED GRANULAR 

LINE OF EXISTING GRADE (APPROX.)

EXISTING BRICK WALL REMAINS

EXISTING STONE SILL REMAINS

200120

EXISTING CONCRETE FLOOR REMAINS

NEW METAL STUD PARTITIONS TO 
SEPARATE RETAIL FROM OFFICE SPACE

PROVIDE 300 MM HIGH CEMENT BOARD 
STRIP AT BASE OF WALL TYP.

1/2" TYPE 'X' GWB

25

JUNE 10 2005
50 JUTLAND ROAD

DETAILS
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1:10

Toronto, Ontario JB

DETAIL AT DOOR SILL1
A5 1:10

DETAIL AT WALL AND PARAPET2
A5 1:10

DETAIL AT BASE OF INTERIOR WALL3
A5 1:10

DETAIL AT TOP OF INTERIOR WALL4
A5 1:10

SECTION AT EXISTING WALL BASE6
A5 1:10

SECTION AT EXISTING WALL AND ROOF7
A5 1:10
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